Abstract: This paper proposes a simple and efficient approach for the optimal dispatch in a medium-voltage microgrid (MG) with various types of distributed generation (DG). The fuel costs generated by these DGs are determined using quadratic and linear functions dependent on the types of DGs. Instead of using the traditional Lagrange multiplier method for power system economic dispatch, the proposed direct search method (DSM) approach is able to handle several inequality constraints without introducing any multipliers and furthermore it can solve the non-derivative problems or the fuel cost functions being much more complicated. Accordingly, the DSM is proposed for determining the optimal dispatch of MGs with various types of DG to minimize generation costs under grid-tied and autonomous operations. Results demonstrate that the proposed DSM is a highly suitable and simple approach to determining the optimal dispatch in medium-voltage MGs with various types of DG.
and autonomous modes. Kuo et al. [13] designed multi-agent systems for real-time intelligent control in MGs. The related researches mentioned above have advantages and disadvantages on their proposed algorithms and approaches and have been verified in different cases and systems. The direct search algorithms use only function values and require only a numerical value without any knowledge of the internal structure of a problem. The first time that the phrase "direct search" was used in a paper was by Hooke and Jeeves in 1961 [14] . DSM is easily adapted to nonlinear, non-convex, non-differentiable, or disconnected problems, making it highly suitable for solving the optimal dispatch problem in MGs with various DG types that are composed of different operation cost functions. Based on the optimization techniques mentioned above, this paper proposes a simple and efficient DSM for solving optimal dispatch problem with five the types of DG into several existing primary distribution feeders to create a medium-voltage MG. We simulated the optimal dispatch of DG, considering the minimization of fuel costs under grid-tied and autonomous conditions. In the remainder of this paper, the proposed MG is discussed in Section 2. The optimal dispatch problem of the MG is described in Section 3. The numerical results are discussed in Section 4. Section 5 concludes the paper.
Description of the Microgrid
Optimal dispatch in MGs is intended for the effective and safe management of various DG systems and controllable loads. Given this purpose, we used a Taipower 11.4 kV distribution system to plan and design a medium-voltage MG that is composed of two primary distribution feeders. The proposed DSM is used to solve the optimal dispatch problem under grid-tied and autonomous conditions. The detailed descriptions of the MG system structure and the related DG parameters are discussed in the succeeding subsections. Figure 1 shows a typical Taipower distribution system, which comprises a 25 MVA, 69 kV/11.4 kV, 60 Hz distribution transformer and five primary distribution feeders. The 11.4 kV medium-voltage MG is part of the distribution system. Feeders F#1 and F#2 can be regarded as a two-feeder MG (F#1&2 MG) with various DG types and lump-sum loads, or as two separate single-feeder MGs, F#1 MG and F#2 MG. The remaining feeders, F#3-F#5, are traditional feeders without DG, and can be considered having lump-sum loads.
Structure of the Medium-Voltage Microgrid
F#1 MG consists of the following DG units: two gas turbine generators, two 1790 kW fuel cell generation systems, and a 500 kW photovoltaic generation system. The equivalent lump-sum load types of F#1 MG are residential, office, and commercial. F#2 MG consists of the following DG units: two 1500 kW diesel engine generators and a 1500 kW wind turbine generator. The equivalent lump-sum load types of F#2 MG are residential and industrial. The above-mentioned DG units are all interconnected with primary feeders by power electronic converters, inverters, and isolated power transformers. A static switch is installed in the PCC of the MGs for grid-tied and autonomous operating conditions. 
Operation Conditions
The operating conditions of MGs are as follows: (1) steady-state grid-tied operation; (2) steady-state autonomous operation under planned and unexpected situations; (3) transient operation from grid-tied to autonomous conditions; and (4) transient operation from autonomous to grid-tied conditions. In optimal dispatch problem, only steady-state grid-tied and autonomous operating conditions were considered. According to system structure, the available power output of DG units, and associated load demands, the proposed DSM was used to solve the optimal dispatch problem of DG in the MG under the aforementioned operating conditions. This work is similar to those on the economic dispatch or unit commitment in traditional power systems that consider coordination between available power and renewable energy units.
Grid-Tied Operation
Through a static switch, the F#1&2 MG is interconnected with the upper power grid in the PCC as shown in Figure 1 . Under the grid-tied mode, the static switch is normally closed. Based on the minimization of fuel costs and power balance principle, the load demand in an MG is supplied by DG units and the purchased power from an upper power grid. Moreover, if the power supplied from DG units is greater than the load demand, the power will reverse to upper power grid through the PCC. 
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Autonomous Operation
Through a static switch, the F#1&2 MG is disconnected from the upper power grid in the PCC. This operating condition can be divided into two sub-modes, depending on whether the available power output of the DGs is adequate for the load demand:
(1) When the available power output of DGs is greater than the load demand, dispatching renewable energy DG without fuel consumption and emissions is a top priority. However, if load demand is unsatisfied, non-renewable energy DG units must be used in the dispatch process and the reduction of fuel costs should be considered. (2) When the available power output of DG units is less than the load demand, All the DG units in the MG should be operated and the load shedding strategy should be used to stabilize system operation.
Energy Management System
The EMS is the core of the medium-voltage MG, in which in low-voltage mg, it is called the low-voltage MG control center (LVMGCC). The EMS must coordinate and integrate the upper power grid, all the DG units, and loads into the MG to optimize dispatching electrical power among them and to keep system voltage and frequency constant under all operating conditions. Consequently, the primary goal is to fully grasp the real-time system states; thus, the EMS must be immigrated to the traditional distribution automation system and the correlative operating control center. The hierarchical dispatch and control system (HDCS) in Taipower (Taipei, Taiwan) for power dispatching among each distinct area, as shown in Figure 2 ; furthermore, this system is composed of three layers: (1) central dispatch and control center (CDCC); (2) area dispatch and control center (ADCC); and (3) distribution dispatch and control center (DDCC). The mentioned three-hierarchy architecture are responsible to the corresponding 345 kV transmission systems, the 161/69 kV buck power substations, and the 22.8/11.4 kV distribution substations, respectively. Besides, the feeder dispatch control center (FDCC) is located under the DDCC. Therefore, the EMS have to communicate interactively between the FDCC and MG in order to get the correlative information for real-time dispatch, as shown in Figure 2 . Figure 3 shows the functions of EMS of the MG, the functions of this system must not only grasp all the information of the upper power grid but also the DGs and loads in the MGs, and finally to fastly make the optimal operation and control decisions. The functions mentioned in Figure 3 for intelligent operation, control and, dispatch of the EMS must be implemented by correlative software and hardware; especially, the advanced and sophisticated information & communication technologies (ICT) played an vital important role. Under this system structure, the EMS executes supervisory control and data acquisition of the remote DG units, loads, and upper power grid through the local controller via the ICT infrastructure. Moreover, in order to achieve the seamless integration of MG into the traditional power systems for the optimal operation and dispatch, the EMS must real-time bidirectional exchange the information between the MG and FDCC through the HDCS, as shown in Figure 2 . 
Parameters of the Distributed Generations
The operating considerations of the MG are distinct under varied operation modes. However, the best strategies for system operation are economical and reliable approaches, as well as those that present low emissions. The optimal dispatch problem of DG units in MGs is minimizing generation cost and reducing environmental pollution. The generation costs of an MG include fuel and emission costs, operation cost, maintenance cost, and purchasing or selling cost. To accurately calculate the generation cost of the MG in this paper, we considered the available power output of renewable energy DG units and fuel cost of non-renewable energy DG units. The available power output of a wind turbine generator is a function of wind speed. Equation (1) shows the model used to calculate the output power generated by the wind turbine generator [15, 16] 
where Pwt,r is the rated power. V, Vr, Vci, and Vco are the actual, rated, cut-in, and cut-out wind speeds, respectively. A GE-1. 
Photovoltaic Generation System
The power output of the photovoltaic module can be calculated using Equation (2) with the measured solar irradiation (W/m 2 ) and ambient temperature (°C) [18, 19] : where Ppv is the output power of the module at irradiance Ging; Pstc denotes the maximum power at the standard test condition; Ging is the incident irradiance; Gstc represents the irradiance at the standard test condition (1000 W/m 2 ); k is the temperature coefficient of power; Tc denotes the cell temperature;
and Tr is the reference temperature. A Kyocera-2P 210 Wp Photovoltaic Module (Kyocera, Taipei, Taiwan) was used. According to Equation (2), the solar irradiation and ambient temperature were measured as in Figure 5 . The power output curve of the photovoltaic generation system was also obtained. 
Fuel Costs of Non-Renewable Energy Distributed Generation
Diesel Engine Generator
The fuel cost of the diesel engine generator can be expressed as a quadratic polynomial function of its real power output, as shown in Equation (3) [20] :
where α, β, and γ are the generator coefficients that can be obtained from the data sheet of the manufacturer. PDE is the power output of the diesel engine generator in kW, and is assumed to be known.
Fuel Cell Generation System
Four major types of commercialized operating fuel cells currently exist: molten carbonate fuel cell (MCFC), solid oxide fuel cell (SOFC), proton exchange membrane fuel cell (PEMFC), and phosphoric acid fuel cell (PAFC). The fuel input of MCFC and SOFC is natural gas, and their rated capacities are relatively larger than that of PEMFC. Therefore, the MCFC and SOFC are more suitable for medium-voltage MGs. These two types of fuel cells were used in this study. The fuel cost of the fuel cell generator system is shown in Equation (4) [21] :
where Cnl is the natural gas price, PJ denotes the net electrical power generated at interval J, and ηJ represents the fuel cell efficiency at interval J. 
Gas Turbine Generator
Similar to the fuel cost of the diesel engine generator, the gas turbine generator can be expressed as a quadratic polynomial function of its real power output:
Description of the Optimal Dispatch Problem
Many algorithms and techniques, such as mesh adaptive direct search, sequential quadratic programming, genetic algorithms, and game theory, have been used to solve the optimal dispatch problems of power systems. In general, the search algorithm can be divided into direct and indirect search algorithms, where the direct search algorithm only considers objective function, it is also called non-gradient or zeroth order method; however, the indirect search algorithm must consider partial derivatives of objective function, it is also called decent method. Furthermore, some of the direct search algorithms for solving nonlinear optimization are random search method, grid search method, pattern method, Rosen Brock's method, and simplex method, etc. References [11, 22] had demonstrated the feasibility of direct search algorithm. This paper proposes the DSM, which is based on the simplex method to solve the optimal dispatch problem of a medium-voltage MG. The concept of the proposed DSM is according to the unit with minimum incremental cost (ICmin) is chosen to increase its output without violating the upper and lower power generation limits, until the power balance. On the contrary, the maximum incremental cost (ICmax) is chosen to decrease its output, until the power balance. It can be expressed as:
where ICi is the incremental cost of unit i; ΔPi denotes the predetermined computing step. Let ΔPi approaches zero in Equation (7), Equation (7) can be represented as:
It is easy to explain the incremental cost with respect to power changes in Equation (8) . In this paper, a simplex method that chooses the minimum IC values to compute the new vertices and moves towards the optimum point iteratively is used to perform the DSM. Furthermore, the basic principle of the proposed algorithm comes from the combinations of the conventional Lagrangian Relaxation method and dynamic programming method. Therefore, the proposed method has no restrictions on the cost functions of DG, which included distributed generators and power purchased/sold from power grid in MG, and performs a direct search of solution space. This algorithm begins with an initial feasible solution and search for the optimal solution along a feasible path at all time. Units in MG without violating the upper or lower limits are to increase or decrease their generations by a predetermined step ΔP for computing their incremental cost and decrement cost. Consequently, it overcomes the Energies 2014, 7 8364 lambda-iteration method suffering from the oscillatory problem in various generation unit systems. Besides, the advantage of DSM is to handle several inequality constrains without introducing any multipliers, and it also can solve the derivatives unavailable problems or more complicated cost functions.
In this paper, the power output limits of the DG units of the medium-voltage MG can be derived after studying the power output models of renewable DG, the cost functions of non -renewable DG, the objective function that considers fuel cost minimization, and the constraints of power balance.
The objective function for the optimal dispatch problem at time t can be expressed as follows:
subject to:
and:
  DG ,min DG DG ,max for 1,...,
,max for 1,..., Pt denotes the power generation of i-th DGs at time t; and PD(t) represents the total load demand of the MG at time t. Additionally, CPurchased(t) is the electricity purchased cost at time t; CSold(t) is the electricity sold cost at time t; PPurchased(t) represents the power purchased from the upper utility power grid; Ploss(t) represents the system power loss; and PSold(t) represents the power sold to the utility power grid. Besides, DG ,min In this paper, the implicit ZBUS Gauss method [23] was used for solving the three-phase power flow. The implicit ZBUS Gauss method is based on the principle of superposition applied to the bus voltages along the feeders. The voltage on each bus can be considered to be contributed from two different types of sources: the specified incoming bus voltage of distribution substation and current injection which is generated by the DGs, loads, capacitors and reactors. After running the power flow program, the bus voltage, current flows in each line section, and power loss were calculated. These numerical values were used to exam the constraints of the proposed approach. The specific parameters of the MG for solving power flow are listed in Table 1 . The following steps can organize the procedure of the proposed DSM:
Step 1 Input data: system topology, load demand, maximum demand contract, purchased/sold electricity cost, cost function of DGs, and generation limits of DGs.
Step 2 Set up the computation step ∆P, and compute the initial values of the IC for each DG using Equations (4), (6) and (8).
Step 3 Read the power demand PD, and calculate the summation of minimum output for each DG and minimum purchased electricity from upstream power grid (only under grid-tied operation conditions), and run the power flow program to check the constraints, then calculate the mismatch of power balance (ε) using Equation (10), if it is power balance, then stop the iteration procedure, and go to Step 7.
Step 4 If ε is negative, it means the power demand is greater than the power output, so the DG without violating the upper limits is chosen to increase its output by computation step ∆P (the upstream power grid is included in grid-tied mode). Compute new value of IC for the dispatched DG, and run power flow program to check the constraints and calculate ε, if it is power balance, then it is convergence, and go to Step 7.
Step 5 If ε is positive, it means the power demand is less than power output, the DG without violating the lower limits is chosen to decrease its output by computation step ∆P (the upstream power grid is included in grid-tied mode). Restore the previous value of IC for the dispatched DG, and run power flow program to check the constraints and calculate ε, if it is power balance, then it is convergence, and go to Step 7.
Step 6 Calculate the output of each DG and the total cost CT using Equation (9) .
Step 7 Stop calculations and output hourly optimal dispatch results.
Energies 2014, 7
8366
As stated above, the flow chart of the proposed DSM for hourly dispatch can be illustrated in Figure 6 . In this paper, it is an hourly dispatch problem, but the proposed approach is not limit to hourly dispatch problem, in which it is dependent on the input data, such as the generations of renewable units and load demands. In using the DSM in solving the optimal dispatch problem of a medium-voltage MG, the F#1&2 MG (Figure 1) is chosen as the sample system. The correlative detailed data are first incorporated; this data include correct weather forecasting, load data, and generation data. The parameters of each DG are listed in Table 2 . The purchased/sold electricity cost of the F#1&2 MG are depicted in Figure 7 . The purchased/sold electricity cost includes peak-load (0.2392 $USD/kW· h), half-peak-load (0.0894 $USD/kW· h), and off-peak-load (0.0447 $USD/kW· h) pricing from the upstream utility power grid during the summer season. The equivalent lumped daily load demand curves for specific summer days, which correspond to different load types at each bus, are illustrated in Figure 8 . The real power generation curves of renewable energy DG can be calculated using corresponding equations, measured solar irradiation, and wind speed data (Section 2.4.1). Computation step ΔP, which affects iteration number, execution time, and results, is essential to the proposed DSM. We set ΔP to l kW. Energies 2014, 7 8368
Numerical Results and Discussion
To verify the effectiveness of the proposed DSM, it was first used to evaluate the traditional economic dispatch problem of the IEEE 14-Bus and 30-Bus test systems, and the cost coefficients of the generators in this test system are shown in Table 3 . Note: the fuel cost of generator i is represented as
The numerical results are listed in Table 4 . In order to check the convergence condition, two predetermined resolution (e.g., PD = 0.1 MW, PD = 1 MW) are used to choose the fixed calculation step for every unit. The simulation results demonstrated that the PD is sensitive to the performance of DSM. If the PD is too large, then it may end up with divergence. On the contrary, the smaller PD will result in more central processing unit (CPU) execution time. Based on our simulation experience, a proper predetermined resolution is about 1-10 MW in transmission system level and is about 1-10 kW in distribution system level. Besides, the generation cost is not very sensitive to PD; in other words, the solutions are close to the optimal solution during the rough convergence level. In Table 4 , the simulation results of the proposed approach are nearly the same as those derived using the Lagrange multiplier. Thus, the developed DMS program is valid. The optimal dispatch problem of the medium-voltage MG was then solved using the DSM program. 
Optimal Dispatch under Grid-Tied Operation of the F#1&2 Microgrid
On the basis of the daily load demand curve in Figure 8 and the maximum available power generation of the renewable energy DG, we show the numerical results of the optimal dispatch under the grid-tied operation of the F#1&2 MG in Figures 9-12 , respectively. As shown in Figures 9 and 10 , the numerical results demonstrate that the bus voltage and current flow do not violate the constraints. Energies 2014, 7
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The power losses and total generation cost of the F#1&2 MG are shown in Figure 12 . Overall, because the electricity purchase cost from the utility power grid pertains primarily to the duration of high-voltage use in summer, the equivalent electricity purchased cost per kW· h is relatively lower than that of non-renewable energy DG. Consequently, the power output from the utility power grid is greater than those from the other DG units, except the non-fuel cost, renewable energy units. Therefore, the power generation of each unit is inversely proportional to its corresponding incremental cost; that is, as the DG incremental cost decreases, the power generated by the DG increases. Moreover, the computing time of the proposed DSM at PD equals 1 kW is about 0.42 s. 
Optimal Dispatch of the F#1&2 Microgrid under Autonomous Operation
When a fault occurs in the upper power grid or during regular maintenance, the F#1&2 MG operates in autonomous mode after the static switch at the PCC is turned off. The numerical results for optimal dispatch are shown in Figures 13-16 . Because no utility power grid acts as a swing bus under this operation mode, the available power output of the DG units must be greater than the power demand of the F#1&2 MG to ensure stable system operation. System frequency and voltage magnitude are then maintained in accordance with the power balance principle. Otherwise, an optimal load shedding strategy should be used to maintain power balance, an issue that we will address in future research. The available power output of the DG units is greater than the load demand. In this paper, the diesel engine generators act as swing bus in this study. As shown in Figures 13 and 14 , the numerical results demonstrate that the bus voltage and current flow are not violate the constraints. The power losses and total generation cost of the F#1&2 MG are shown in Figure 16 . Under the same load demands, the average incremental cost and generation cost of the F#1&2 MG that operates in autonomous mode are considerably greater than those of the F#1&2 MG that operates in grid-tied mode. The simulation results are attributed primarily to the MG loss from the power generated by the utility power grid, whose generation cost is lower than that of the other DG units. Furthermore, the computing time of the proposed DSM at PD equals 1 kW is about 0.40 s. 
Conclusions
A simple and efficient DSM was proposed to solve the optimal dispatch problem of a medium-voltage MG, which comprises two 11.4 kV primary feeders with renewable and non-renewable energy DG units. Although the power levels generated by the renewable energy DG units (e.g., wind-turbine generators and photovoltaic generation systems) are inconsistent, the non-renewable energy DG units can compensate for insufficient power for load demand to maintain power balance, especially under autonomous conditions. In terms of generation, control, and MG operation, an optimal dispatch problem should be considered. Therefore, we propose an objective function that considers the minimization of fuel costs, the constraints of power generation limits, and power balance. The optimal dispatch problem was also solved by the DSM program implemented using a MATLAB R2008a software package and tested on a Windows XP-based Intel ® Core™2 Quad CPU Q6600 @2.4 GHz processor.
The generation cost of the grid-tied MG is lower than that of the autonomous MG because of the high fuel cost of DG units as evaluated against the underestimated electricity rate in Taiwan. Moreover, as the incremental cost of the DG increases, its power generation decreases after load demand increases. The proposed DSM is highly suitable for solving the optimal dispatch problem in MGs.
